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NORTH  CAROLINA

DEPARTMENT  OF  TRANSPORTATION

ROADWAY DESIGN      LIGHTING/ELECTRICAL SECTION

2

UNDERPASS LIGHTING LAYOUT

ROW AN COUNTY
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SHEET NO.PROJECT REFERENCE NO.

AB PKC

LOAD SCHEDULE

LOAD

KW

SIZE (AMPS)

BREAKER

TOTAL

ID

CIRCUIT

15

15

A1

A2

45’

10’

JB2
8

A2

8

A1

SALISBURY

TO CONCORD

O
L
D
 
C
O
N
C
O
R
D
 
R
O
A
D

I-85 NB TO GREENSBORO

I-85 SB TO CHARLOTTE

O
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D
 
C
O
N
C
O
R
D
 
R
O
A
D

3" ELEC. DUCT, JA

WM1

WM2

WM3

WM4

WM5

WM6

WM14

WM8

WM9

WM10

WM11

WM12

NW QUAD, I-85/OLD CONCORD ROAD INTERCHANGE

CONTROL SYSTEM "A"

SERVICE POLE

CONTROL SYSTEM "A"
SER LAT

3 #1/0 USE

2" C

8

A2

ON SHEET E3

SEE DETAILS

1O, 3W, 120/240 VAC

0.27

0.27

1.14

@ 240V

AMPS

1.14

MIN.

2400 LUMENS 

WALLMOUNT

2.28 0.5414

10’

WM7

WM13

45’

JB1

1

8

A2

E2WBS # 44487

OVERPASS IN SALISBURY

I-85/OLD CONCORD ROAD

45’

45’

45’

45’

45’

45’

45’

45’

45’

45’

W/ GND

240V, 2P 15AMP

CIRCUIT BREAKER

NEMA 3R ENCLOSURE

W/ GND

240V, 2P 15AMP

CIRCUIT BREAKER

NEMA 3R ENCLOSURE

A

A

WM1-WM7

WM8-WM14

AS MODIFIED ON THESE PLAN SHEETS.

FOR OTHER INSTALLATION DETAILS EXCEPT

SEE STANDARD DRAWING SECTION 1412.01 
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